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KEYED NOTES GENERAL NOTES
(1) REBALANCE EXISTING GRILLE TO 100 |[A. REFER TO PHASING SHEETS FOR
CFM. SEQUENCE OF WORK.

(2) 14x14 EXHAUST DUCT UP TO NEW
EXHAUST FAN, 160—EF21 ON ROOF.

(3) CAP EXISTING EXHAUST DUCT.

(4) 10x12 EXHAUST DUCT UP TO NEW
EXHAUST FAN, 160—-EF22 ON ROOF.

(5) 10x10 EXHAUST DUCT UP TO NEW
EXHAUST FAN, 160—-EF23 ON ROOF.
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